The development in light technologies for entertainment is moving towards LED based solutions. This progress is not without problems, when more than a single LED is used. The amount of generated heat is often in the same order as in a conventional discharge lamp, but the allowable operating temperature is much lower. In order to handle the higher specific power (W/m 3 ) inside the LED based lamps cold plates were designed and manufactured. 6 different designs were analyzed through laboratory experiments and their performances were compared. 5 designs cover; traditional straight mini channel, S-shaped mini channel, straight mini channel with swirl, threaded mini channel with swirl and 2 parallel mini channels with swirl. In the 6 th design traditional mini channels were used. Based on the experimentally obtained heat transfer inside the cold plates, it was concluded that the mini channels utilizing swirling flow were much more efficient than channels with traditional flow without swirl. Similar conclusion was made for the design utilizing mini channels. Considering the pressure difference across the cold plate in addition to heat transfer properties, it turned out that two solutions were preferable; axial flow through mini channels or a s-channel.
The recent years development of more compact electronically components has resulted in an increasing volume flux of heat, which becomes comparable in magnitude with e.g. a nuclear reactions [1] . The high rate of heat generated in the components result in a risk of having high operational temperatures, which causes problems with reliability and product lifetime.
The high power Light Emitting Diodes (LED) belongs to the group of electronics with increasing volume heat flux. The high power LEDs is becoming popular in the lighting industries, where it is considered as the "green" replacement of discharge light bulbs. The automotive industry has adopted the high power LEDs for front and rear light on cars and in near future this expands to include the forward head light.
High power LEDs has problems with low efficiency, and together with a high current this leads to a heating problem.
The heating problem is related to packaging design and this challenge is handled by the solid state lighting manufactures [2] . According to the magazine LED-professional [3] [4] continuous innovation on thermal management must take place -if the innovation shall continue inside LED light technologies. To address the thermal problem of the LEDs, 13th IEEE ITHERM Conference several researchers have conducted relevant studies on cooling solutions for the LEDs. The studies include discrete models for the temperature distribution of integrated LED light sources [5] , microjet based cooling system for LED arrays [6] , phase change heat sinks for high power LEDs [7] , optimum design of radial heat sink on a LED [8] and thermal effects in packaging of high power LED arrays [9] .
DESIGN OF COOLING SYSTEM FOR LED
A proper design for cooling of high power electronics depend on usage. For non-moving applications such as laptop computers, power converters etc. heat pipes seem to be an excellent heat mover, which makes it possible to move heat from a source inside a highly packed volume to areas with room for traditional heat sinks. In the case of external forces due to motion/acceleration, the heat pipe may stop working as the capillary forces are to weak to bring fluid back to the heat pipe evaporator side. For those type of applications a simple fluid cooling system driven by a mini pump may be the best solution. This kind of system is well known as cooler for extreme gaming computers, where both CPU and GPU are kept cold by small cold plates connected to a pump and traditional radiator (see figure 1 ). 
DESIGN OF MINIATURE COLD PLATES
The aim of this paper is to design a cold plate for a high power LED. In this case the Luminus CBT90 LED is chosen as an example of a proper High Power LED, which is relevant for future products in the light industry. The Luminus CBT90
LED has an emitting area of 9mm 2 , in which 70W is converted to light and heat. The heat accounts for the major part (up to 95%), and must be considered as waste, which has to be removed to prevent damage of the LED. The overall dimensions and thermal characteristics of the CBT90 LED relevant for this research are shown in table 1. The cold plates which are analysed in this paper must fit the base plate of the selected LED, which has the size of 28mm x 27mm. Due to this the base area of the cold plate is limited to 30mm x 30mm and a height of 1Omm, this is in order make it realistic in size for use in moving head lamps.
The cold plate design is furthermore restricted of four mounting holes, which purpose is to fasten the diode to the cold plate inside the lamp (the diode is shown in figure 3 ). Information on the different cold plate dimensions and surface area exposed to the cooling fluid is given in table 2: The channel design of the 6 configurations are given m figure 4. 
Analytical Methods
The junction-to-water resistance for the combined diode and cold plate can be calculated as:
Where R j-hs is given for the diode in Table 1 . The convective heat transfer coefficient is given by:
For this calculation the selection of a appropriate Nusselt number relation is critical and dependent flow and geometry.
A nd hence the Nusselt number is depends on dimensions of the geometry, physical properties of the fluid, and fluid velocity, it is not possible to select a single Nusselt number correlation, which covers all 6 geometrie.
In configuration 1 the flow field is assumed to develop in the cold plate (the cooling fluid is flowing in a tube with a slightly larger diameter and an entrance with a sharp edge exist at the inlet to the cold plate). For Re above 200, the flow will never be thermally fully developed in the cold plate
For laminar flow (Re:S2300) the Nusselt number is given by h/ hoo to take inlet effects into account [11] . The correction factor (h/ hoo) is found in figure 3 (for x/D=6 it is l.26).
Configuration 2 is calculated according to the same procedure as configuration 1 -but with the h/ hoo correction corresponding to a 1800 bend (correction factor l.26) [11] .
The larger surface area in configuration 2 reduces the thermal resistance and hence the junction temperature of the diode. Here the open end correction factor is applied (for x/D=9 it is 1.57).
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Figure 5: Effect of entrance configuration on average heat transfer coe f ficient for turbulent flow in pipes, based on A.F. Mills [11] . Temperatures in the experimental setup were measured according to the figure 7. All data are monitored for minimum 30minutes to ensure steady state, after which 300 samples for each measurand are acquired over a period of 12.Sminutes.
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Prototypes
T1 T2
Test-Cube R Figure 7 : Experimental setup used in cold plate experiments.
The differential pressure across the cold plate and the pumping power for the different configurations were measured in addition to the thermal measurements on cold plate performance. This information is used for fmal evaluation of best performing cold plate design.
Data reduction
For the analytical data, the reported temperature (Ll T Ref-w) in the results and discussion section is the temperature difference between cooling fluid and LED reference thermistor (T7 on figure 7 ), hence the LED junction temperature can only be measured indirectly by the LED reference thermistor added a calculated reference-to-junction temperature. The temperature difference between cooling fluid and the thermistor is given by:
Where Pc is the input power to the LED and the thermal resistance R T-hs is given by:
The analytically determined heat transfer coefficient, h, is predicted by an appropriate Nusselt number correlation matching flow and channel layout of the cold plate.
For the experimental data the reported temperature
is the difference between the thermistor temperature and the temperature of the water in the cold plate.
RESUL TS AND DISCUSSION
Analytical results
The thermistor temperature on the CBT90 LED is predicted for 6 cold plate designs, which are presented in previous sections of this paper. In figure 8 
Config6 have the best cooling capacities. This is due to a strong swirling flow, which squeezes the boundary layer towards the outer wall, and thereby maximizes the heat transfer.
Configuration 6 seems to perform well at lower flow rates,
where it has the best cooling capacity, while it has lower cooling capacity at higher flow rates compared to the other configurations. This is due a late transition from laminar to turbulent flow, which happens outside the considered flow range.
Experimental Results
All 6 
Volumen flow [lis] Figure 9 : Measured temperature diff erence between the diode reference thermistor and average water temperature in the cold plate.
Based on the temperature measurements versus flow rate, it is clear that configuration 1 is not recommendable, while it is difficult to distinguish between the remaining 5 designs.
The final choice of cold plate to the LED based on the designs tested in this study may include considerations about pressure loss in the cooling system and production cost. Pressure measurements versus flow rates are presented in figure 10 . As expected there are high pressure losses in the cold plates utilizing swirling flows, this is due to a small diameter in the tangential inlet tube. Combining the information in figure 9 and figure 10 gives a more realistic picture for evaluation of cold plate performance versus pressure loss in the cold plate (figure 11). Figure 11: Measured temperature diff erence between the diode reference thermistor and average water temperature in the cold plate versus pressure diff erence across the cold plate.
It turns out that configuration 6 performs best followed by configuration 2 when looking at both cooling capability and pressure loss in the cold plate, but looking at the channel design they are also the most difficult to fabricate. A good alternative is configuration 3 utilizing swirling flows. If a higher pressure loss can be accepted. show furthermore better cooling performance than predicted.
The discontinuity in the temperature curves is expected to be a result of poor accuracy in Nusselt number relations, when the flow is in proximity of transition from laminar to turbulent.
The poor agreement in predicted cooling performance at lower flow rates is properly due to disturbances from thermo couples mounted in the tube upstream the inlet to the cold plate, which causes the flow to be turbulent even at lower flow rates.
